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Wrigley Head Start Provider Type: L383708CLR No:LICENSED TYPE I

Provider Address: 7490 Ky 7, West Liberty, KY, 41472 40(Bldg 1: 42)Capacity:

Roe, MartinaDirector(s):Owner(s): Gateway Community Action Agency
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Inspection Information

Renewal Application

Date Concluded: 02/07/2022 3:08 PMDate Initiated: 02/07/2022 12:48 PM

No. of Children Present: 21

Inspection No: 318691

Inspection Report

Background Checks In Compliance

Supervision In Compliance

Staffing Requirements In Compliance

General Administration In Compliance

Director Requirements In Compliance

Employee Records In Compliance

Programming In Compliance

Premises Not In Compliance

690 - Sink Not In Compliance

922 KAR 2:120. Section 12. Toilet, Diapering, and Toiletry Requirements.
 (3) A sink shall be:
  (a) Located in or immediately adjacent to toilet rooms;
  (b) Equipped with hot and cold running water that allows for hand washing;
  (c) Equipped with hot water at a minimum temperature of ninety (90) degrees Fahrenheit and a maximum of 120 degrees Fahrenheit;
  (d) Equipped with liquid soap;
  (e) Equipped with hand-drying blower or single use disposable hand drying material;
  (f) Equipped with an easily cleanable waste receptacle; and
  (g) Immediately adjacent to a changing area used for infants and toddlers.

Findings:

General: Based on observation, the surveyor found the following:

1.  The hot water temperature of the sink located in the Extended Day Classroom measured one hundred and twenty-four (124) degrees Fahrenheit.

2.  The hot water temperature of the sink located in the Part Day Classroom measured seventy (70) degrees Fahrenheit.  

3.  The hot water temperature of the sink located in the Part Day Classroom’s restroom measured eighty (80) degrees Fahrenheit.  

4.  The hot water temperature of the sink located in the restroom outside of the Part Day Classroom measured seventy (70) degrees Fahrenheit.

Therefore, the water temperature of the sinks did not fall within the required minimum ninety (90) degrees Fahrenheit and maximum one hundred and twenty (120) degrees 
Fahrenheit.  Staff stated they would request someone come adjust the temperatures.

Hygienic Practices In Compliance
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Inspection Report

First Aid/Medication In Compliance

Outdoor Play Area In Compliance

Equipment In Compliance

Transportation In Compliance

Kitchen Requirements In Compliance

Food Service In Compliance

Meal Planning/Center Provides Meals In Compliance

Meal Planning/Center Does Not Provide Meals In Compliance

Children's Records In Compliance

Written Documentation In Compliance

Posted Documentation In Compliance

Animals In Compliance

Signature of Provider/Representative Title  Date
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