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The items listed below are those that the provider was not in compliance with at the time of the inspection.

A. FIRE AND LIFE SAFETY

3. Is the fire alarm system operable?  61:15:05:08

Fire alarm reads "trouble smoke(photo) west admin corridor dirty2 04:40P 
092618 1D038.  The fire alarm system needs to be operable.  The fire alarm 
head was replaced and tested and the fire alarm system is operable.  
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