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The items listed below are those that the provider was not in compliance with at the time of the inspection.

C. Health & Safety Features of the Home  - Indoor Environmental Observations

69. Is the hot water temperature at hand washing sinks maintained at 120 degrees or lower?  
67:42:03:11.05

The hot water temperature was measured at 128 F. The thermostat needs 
to be adjusted to ensure the hot water temperature is not above 120 
degrees. 

***The hot water heater was adjusted. The water temperature tested at 107 
degrees. 
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