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The items listed below are those that the provider was not in compliance with at the time of the inspection.

A. FIRE AND LIFE SAFETY

12. Are exits and exit corridors maintained in a safe manner?  61:15:05:05   NOTE: Exits can't pass 
through storeroom, bathroom, kitchen; corridor & aisle widths of 36 inches; exits cannot be obstructed.

The emergency lighting (floodlamps) in the combination exit 
sign/emergency lighting unit in the gym is inoperative.  If the lighting is 
installed it is expected to be in working condition.

*Emergency lighting has been repaired. 
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